
Project Name: Proj. No.: 14896.00

Project Location: Date: 9/20/2021

Calculated by:  NJS

Checked by:

Required:

Impervious Required

Area (acres)  Volume (c.f.)

Site Water Quality Volume* 0.24 875

Total Required Volume: 875

Provided:

StormTech 990

Volume Below Lowest Outlet in Subsurface Infiltration Chambers 990

Water Quality Volume Calculations

17 Hartwell Avenue

Lexington, MA

Runoff Depth to

be Treated (in.)

1

Volume Below 

Lowest Outlet 

\\vhb\gbl\proj\Wat-LD\14896.00\docs\memos\Stormwater\17 Hartwell Ave\17 Hartwell Sub - Water Quality Volume.xlsx
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Rainfall Events Listing

Event# Event

Name

Storm Type Curve Mode Duration

(hours)

B/B Depth

(inches)

AMC

1 1-YR Type III 24-hr Default 24.00 1 2.60 2

2 2-YR Type III 24-hr Default 24.00 1 3.23 2

3 10-YR Type III 24-hr Default 24.00 1 5.10 2

4 100-YR Type III 24-hr Default 24.00 1 8.08 2
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Area Listing (all nodes)

Area

(sq-ft)

CN Description

(subcatchment-numbers)

8,700 61 >75% Grass cover, Good, HSG B  (EX-1)

1,750 61 Parking treated as pervious  (EX-1)

2,050 61 Roofs treated as pervious  (EX-1)

12,500 61 TOTAL AREA
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Soil Listing (all nodes)

Area

(sq-ft)

Soil

Group

Subcatchment

Numbers

0 HSG A

8,700 HSG B EX-1

0 HSG C

0 HSG D

3,800 Other EX-1

12,500 TOTAL AREA
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Time span=0.00-36.00 hrs, dt=0.05 hrs, 721 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=12,500 sf   0.00% Impervious   Runoff Depth=0.23"Subcatchment EX-1: (new Subcat)
   Tc=0.0 min   CN=61   Runoff=0.03 cfs  236 cf

   Inflow=0.03 cfs  236 cfLink DP-1: EX 18"
   Primary=0.03 cfs  236 cf

Total Runoff Area = 12,500 sf   Runoff Volume = 236 cf   Average Runoff Depth = 0.23"
100.00% Pervious = 12,500 sf     0.00% Impervious = 0 sf
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Summary for Subcatchment EX-1: (new Subcat)

Runoff = 0.03 cfs @ 12.22 hrs,  Volume= 236 cf,  Depth= 0.23"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs
Type III 24-hr  1-YR Rainfall=2.60"

Area (sf) CN Description

8,700 61 >75% Grass cover, Good, HSG B
* 1,750 61 Parking treated as pervious
* 2,050 61 Roofs treated as pervious

12,500 61 Weighted Average
12,500 100.00% Pervious Area

Subcatchment EX-1: (new Subcat)

Runoff

Hydrograph
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Type III 24-hr

1-YR Rainfall=2.60"

Runoff Area=12,500 sf

Runoff Volume=236 cf

Runoff Depth=0.23"

Tc=0.0 min

CN=61

0.03 cfs
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Summary for Link DP-1: EX 18"

Inflow Area = 12,500 sf, 0.00% Impervious,  Inflow Depth = 0.23"    for  1-YR event
Inflow = 0.03 cfs @ 12.22 hrs,  Volume= 236 cf
Primary = 0.03 cfs @ 12.22 hrs,  Volume= 236 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs

Link DP-1: EX 18"

Inflow
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Hydrograph
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Inflow Area=12,500 sf
0.03 cfs

0.03 cfs
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Time span=0.00-36.00 hrs, dt=0.05 hrs, 721 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=12,500 sf   0.00% Impervious   Runoff Depth=0.46"Subcatchment EX-1: (new Subcat)
   Tc=0.0 min   CN=61   Runoff=0.11 cfs  475 cf

   Inflow=0.11 cfs  475 cfLink DP-1: EX 18"
   Primary=0.11 cfs  475 cf

Total Runoff Area = 12,500 sf   Runoff Volume = 475 cf   Average Runoff Depth = 0.46"
100.00% Pervious = 12,500 sf     0.00% Impervious = 0 sf
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Summary for Subcatchment EX-1: (new Subcat)

Runoff = 0.11 cfs @ 12.03 hrs,  Volume= 475 cf,  Depth= 0.46"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs
Type III 24-hr  2-YR Rainfall=3.23"

Area (sf) CN Description

8,700 61 >75% Grass cover, Good, HSG B
* 1,750 61 Parking treated as pervious
* 2,050 61 Roofs treated as pervious

12,500 61 Weighted Average
12,500 100.00% Pervious Area

Subcatchment EX-1: (new Subcat)

Runoff

Hydrograph

Time  (hours)
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Type III 24-hr

2-YR Rainfall=3.23"

Runoff Area=12,500 sf

Runoff Volume=475 cf

Runoff Depth=0.46"

Tc=0.0 min

CN=61

0.11 cfs



Type III 24-hr  2-YR Rainfall=3.23"14896.00_EX_Subdivision_17-Hartwell
  Printed  9/22/2021Prepared by VHB

Page 10HydroCAD® 10.10-5a  s/n 01038  © 2020 HydroCAD Software Solutions LLC

Summary for Link DP-1: EX 18"

Inflow Area = 12,500 sf, 0.00% Impervious,  Inflow Depth = 0.46"    for  2-YR event
Inflow = 0.11 cfs @ 12.03 hrs,  Volume= 475 cf
Primary = 0.11 cfs @ 12.03 hrs,  Volume= 475 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs

Link DP-1: EX 18"

Inflow
Primary

Hydrograph
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Inflow Area=12,500 sf
0.11 cfs
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Time span=0.00-36.00 hrs, dt=0.05 hrs, 721 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=12,500 sf   0.00% Impervious   Runoff Depth=1.43"Subcatchment EX-1: (new Subcat)
   Tc=0.0 min   CN=61   Runoff=0.51 cfs  1,489 cf

   Inflow=0.51 cfs  1,489 cfLink DP-1: EX 18"
   Primary=0.51 cfs  1,489 cf

Total Runoff Area = 12,500 sf   Runoff Volume = 1,489 cf   Average Runoff Depth = 1.43"
100.00% Pervious = 12,500 sf     0.00% Impervious = 0 sf
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Summary for Subcatchment EX-1: (new Subcat)

Runoff = 0.51 cfs @ 12.01 hrs,  Volume= 1,489 cf,  Depth= 1.43"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs
Type III 24-hr  10-YR Rainfall=5.10"

Area (sf) CN Description

8,700 61 >75% Grass cover, Good, HSG B
* 1,750 61 Parking treated as pervious
* 2,050 61 Roofs treated as pervious

12,500 61 Weighted Average
12,500 100.00% Pervious Area

Subcatchment EX-1: (new Subcat)

Runoff

Hydrograph

Time  (hours)
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Type III 24-hr

10-YR Rainfall=5.10"

Runoff Area=12,500 sf

Runoff Volume=1,489 cf

Runoff Depth=1.43"

Tc=0.0 min

CN=61

0.51 cfs
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Summary for Link DP-1: EX 18"

Inflow Area = 12,500 sf, 0.00% Impervious,  Inflow Depth = 1.43"    for  10-YR event
Inflow = 0.51 cfs @ 12.01 hrs,  Volume= 1,489 cf
Primary = 0.51 cfs @ 12.01 hrs,  Volume= 1,489 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs

Link DP-1: EX 18"
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Hydrograph

Time  (hours)
3635343332313029282726252423222120191817161514131211109876543210

F
lo

w
  

(c
fs

)

0.55

0.5

0.45

0.4

0.35

0.3

0.25

0.2

0.15

0.1

0.05

0

Inflow Area=12,500 sf
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Time span=0.00-36.00 hrs, dt=0.05 hrs, 721 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=12,500 sf   0.00% Impervious   Runoff Depth=3.51"Subcatchment EX-1: (new Subcat)
   Tc=0.0 min   CN=61   Runoff=1.34 cfs  3,652 cf

   Inflow=1.34 cfs  3,652 cfLink DP-1: EX 18"
   Primary=1.34 cfs  3,652 cf

Total Runoff Area = 12,500 sf   Runoff Volume = 3,652 cf   Average Runoff Depth = 3.51"
100.00% Pervious = 12,500 sf     0.00% Impervious = 0 sf
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Summary for Subcatchment EX-1: (new Subcat)

Runoff = 1.34 cfs @ 12.01 hrs,  Volume= 3,652 cf,  Depth= 3.51"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs
Type III 24-hr  100-YR Rainfall=8.08"

Area (sf) CN Description

8,700 61 >75% Grass cover, Good, HSG B
* 1,750 61 Parking treated as pervious
* 2,050 61 Roofs treated as pervious

12,500 61 Weighted Average
12,500 100.00% Pervious Area

Subcatchment EX-1: (new Subcat)

Runoff

Hydrograph

Time  (hours)
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Type III 24-hr

100-YR Rainfall=8.08"

Runoff Area=12,500 sf

Runoff Volume=3,652 cf

Runoff Depth=3.51"

Tc=0.0 min

CN=61

1.34 cfs
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Summary for Link DP-1: EX 18"

Inflow Area = 12,500 sf, 0.00% Impervious,  Inflow Depth = 3.51"    for  100-YR event
Inflow = 1.34 cfs @ 12.01 hrs,  Volume= 3,652 cf
Primary = 1.34 cfs @ 12.01 hrs,  Volume= 3,652 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs

Link DP-1: EX 18"
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Inflow Area=12,500 sf
1.34 cfs
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Rainfall Events Listing

Event# Event

Name

Storm Type Curve Mode Duration

(hours)

B/B Depth

(inches)

AMC

1 1-YR Type III 24-hr Default 24.00 1 2.60 2

2 2-YR Type III 24-hr Default 24.00 1 3.23 2

3 10-YR Type III 24-hr Default 24.00 1 5.10 2

4 100-YR Type III 24-hr Default 24.00 1 8.08 2
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Area Listing (all nodes)

Area

(sq-ft)

CN Description

(subcatchment-numbers)

2,000 61 >75% Grass cover, Good, HSG B  (PR-10)

10,500 98 Paved parking, HSG B  (PR-10)

12,500 92 TOTAL AREA
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Soil Listing (all nodes)

Area

(sq-ft)

Soil

Group

Subcatchment

Numbers

0 HSG A

12,500 HSG B PR-10

0 HSG C

0 HSG D

0 Other

12,500 TOTAL AREA
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Time span=0.00-36.00 hrs, dt=0.05 hrs, 721 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=12,500 sf   84.00% Impervious   Runoff Depth=1.79"Subcatchment PR-10: Subdivision
   Tc=0.0 min   CN=92   Runoff=0.68 cfs  1,860 cf

Peak Elev=130.58'  Storage=1,065 cf   Inflow=0.68 cfs  1,860 cfPond P-1: Stormtech
   Discarded=0.01 cfs  1,385 cf   Primary=0.02 cfs  204 cf   Secondary=0.00 cfs  0 cf   Outflow=0.03 cfs  1,589 cf

   Inflow=0.02 cfs  204 cfLink DP-1: EX 18"
   Primary=0.02 cfs  204 cf

Total Runoff Area = 12,500 sf   Runoff Volume = 1,860 cf   Average Runoff Depth = 1.79"
16.00% Pervious = 2,000 sf     84.00% Impervious = 10,500 sf
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Summary for Subcatchment PR-10: Subdivision

Runoff = 0.68 cfs @ 12.00 hrs,  Volume= 1,860 cf,  Depth= 1.79"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs
Type III 24-hr  1-YR Rainfall=2.60"

Area (sf) CN Description

2,000 61 >75% Grass cover, Good, HSG B
10,500 98 Paved parking, HSG B

12,500 92 Weighted Average
2,000 16.00% Pervious Area

10,500 84.00% Impervious Area

Subcatchment PR-10: Subdivision

Runoff

Hydrograph

Time  (hours)
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Type III 24-hr

1-YR Rainfall=2.60"

Runoff Area=12,500 sf

Runoff Volume=1,860 cf

Runoff Depth=1.79"

Tc=0.0 min

CN=92

0.68 cfs
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Summary for Pond P-1: Stormtech

Inflow Area = 12,500 sf, 84.00% Impervious,  Inflow Depth = 1.79"    for  1-YR event
Inflow = 0.68 cfs @ 12.00 hrs,  Volume= 1,860 cf
Outflow = 0.03 cfs @ 13.92 hrs,  Volume= 1,589 cf,  Atten= 95%,  Lag= 115.3 min
Discarded = 0.01 cfs @ 10.10 hrs,  Volume= 1,385 cf
Primary = 0.02 cfs @ 13.92 hrs,  Volume= 204 cf
Secondary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs
Peak Elev= 130.58' @ 13.92 hrs   Surf.Area= 1,170 sf   Storage= 1,065 cf

Plug-Flow detention time= 546.4 min calculated for 1,589 cf (85% of inflow)
Center-of-Mass det. time= 483.5 min ( 1,283.4 - 799.9 )

Volume Invert Avail.Storage Storage Description

#1A 129.20' 1,087 cf 25.25'W x 46.34'L x 3.50'H Field A
4,095 cf Overall - 1,378 cf Embedded = 2,717 cf  x 40.0% Voids

#2A 129.70' 1,378 cf ADS_StormTech SC-740 +Cap  x 30  Inside #1
Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
30 Chambers in 5 Rows

#3 129.20' 63 cf 4.00'D x 5.00'H Manhole -Impervious
#4 133.70' 50 cf Custom Stage Data (Prismatic) Listed below (Recalc) -Impervious

2,578 cf Total Available Storage

     Storage Group A created with Chamber Wizard

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)

133.70 100 0 0
134.20 100 50 50

Device Routing     Invert Outlet Devices

#1 Discarded 129.20' 0.520 in/hr Exfiltration over Surface area   
#2 Primary 129.30' 12.0"  Round Culvert   

L= 10.0'   RCP, sq.cut end projecting,  Ke= 0.500   
Inlet / Outlet Invert= 129.30' / 129.20'   S= 0.0100 '/'   Cc= 0.900   
n= 0.012,  Flow Area= 0.79 sf   

#3 Device 2 130.50' 5.0" Vert. Orifice/Grate    C= 0.600   Limited to weir flow at low heads   
#4 Secondary 133.70' 5.0' long  x 5.0' breadth Top of Structure   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50  5.00  5.50   
Coef. (English)  2.34  2.50  2.70  2.68  2.68  2.66  2.65  2.65  2.65  
2.65  2.67  2.66  2.68  2.70  2.74  2.79  2.88   



Type III 24-hr  1-YR Rainfall=2.60"14896.00_PR_Subdivision_17-Hartwell
  Printed  9/22/2021Prepared by VHB

Page 8HydroCAD® 10.10-5a  s/n 01038  © 2020 HydroCAD Software Solutions LLC

Discarded OutFlow  Max=0.01 cfs @ 10.10 hrs  HW=129.25'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.01 cfs)

Primary OutFlow  Max=0.02 cfs @ 13.92 hrs  HW=130.58'   (Free Discharge)
2=Culvert  (Passes 0.02 cfs of 3.07 cfs potential flow)

3=Orifice/Grate  (Orifice Controls 0.02 cfs @ 0.98 fps)

Secondary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=129.20'   (Free Discharge)
4=Top of Structure  ( Controls 0.00 cfs)

Pond P-1: Stormtech

Inflow
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Hydrograph
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Summary for Link DP-1: EX 18"

Inflow Area = 12,500 sf, 84.00% Impervious,  Inflow Depth = 0.20"    for  1-YR event
Inflow = 0.02 cfs @ 13.92 hrs,  Volume= 204 cf
Primary = 0.02 cfs @ 13.92 hrs,  Volume= 204 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs

Link DP-1: EX 18"
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Time span=0.00-36.00 hrs, dt=0.05 hrs, 721 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=12,500 sf   84.00% Impervious   Runoff Depth=2.38"Subcatchment PR-10: Subdivision
   Tc=0.0 min   CN=92   Runoff=0.90 cfs  2,478 cf

Peak Elev=130.73'  Storage=1,197 cf   Inflow=0.90 cfs  2,478 cfPond P-1: Stormtech
   Discarded=0.01 cfs  1,427 cf   Primary=0.13 cfs  729 cf   Secondary=0.00 cfs  0 cf   Outflow=0.14 cfs  2,156 cf

   Inflow=0.13 cfs  729 cfLink DP-1: EX 18"
   Primary=0.13 cfs  729 cf

Total Runoff Area = 12,500 sf   Runoff Volume = 2,478 cf   Average Runoff Depth = 2.38"
16.00% Pervious = 2,000 sf     84.00% Impervious = 10,500 sf
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Summary for Subcatchment PR-10: Subdivision

Runoff = 0.90 cfs @ 12.00 hrs,  Volume= 2,478 cf,  Depth= 2.38"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs
Type III 24-hr  2-YR Rainfall=3.23"

Area (sf) CN Description

2,000 61 >75% Grass cover, Good, HSG B
10,500 98 Paved parking, HSG B

12,500 92 Weighted Average
2,000 16.00% Pervious Area

10,500 84.00% Impervious Area

Subcatchment PR-10: Subdivision

Runoff

Hydrograph

Time  (hours)
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Runoff Volume=2,478 cf
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Tc=0.0 min

CN=92

0.90 cfs
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Summary for Pond P-1: Stormtech

Inflow Area = 12,500 sf, 84.00% Impervious,  Inflow Depth = 2.38"    for  2-YR event
Inflow = 0.90 cfs @ 12.00 hrs,  Volume= 2,478 cf
Outflow = 0.14 cfs @ 12.45 hrs,  Volume= 2,156 cf,  Atten= 84%,  Lag= 26.8 min
Discarded = 0.01 cfs @ 9.30 hrs,  Volume= 1,427 cf
Primary = 0.13 cfs @ 12.45 hrs,  Volume= 729 cf
Secondary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs
Peak Elev= 130.73' @ 12.45 hrs   Surf.Area= 1,170 sf   Storage= 1,197 cf

Plug-Flow detention time= 418.4 min calculated for 2,156 cf (87% of inflow)
Center-of-Mass det. time= 360.2 min ( 1,152.0 - 791.9 )

Volume Invert Avail.Storage Storage Description

#1A 129.20' 1,087 cf 25.25'W x 46.34'L x 3.50'H Field A
4,095 cf Overall - 1,378 cf Embedded = 2,717 cf  x 40.0% Voids

#2A 129.70' 1,378 cf ADS_StormTech SC-740 +Cap  x 30  Inside #1
Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
30 Chambers in 5 Rows

#3 129.20' 63 cf 4.00'D x 5.00'H Manhole -Impervious
#4 133.70' 50 cf Custom Stage Data (Prismatic) Listed below (Recalc) -Impervious

2,578 cf Total Available Storage

     Storage Group A created with Chamber Wizard

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)

133.70 100 0 0
134.20 100 50 50

Device Routing     Invert Outlet Devices

#1 Discarded 129.20' 0.520 in/hr Exfiltration over Surface area   
#2 Primary 129.30' 12.0"  Round Culvert   

L= 10.0'   RCP, sq.cut end projecting,  Ke= 0.500   
Inlet / Outlet Invert= 129.30' / 129.20'   S= 0.0100 '/'   Cc= 0.900   
n= 0.012,  Flow Area= 0.79 sf   

#3 Device 2 130.50' 5.0" Vert. Orifice/Grate    C= 0.600   Limited to weir flow at low heads   
#4 Secondary 133.70' 5.0' long  x 5.0' breadth Top of Structure   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50  5.00  5.50   
Coef. (English)  2.34  2.50  2.70  2.68  2.68  2.66  2.65  2.65  2.65  
2.65  2.67  2.66  2.68  2.70  2.74  2.79  2.88   
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Discarded OutFlow  Max=0.01 cfs @ 9.30 hrs  HW=129.25'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.01 cfs)

Primary OutFlow  Max=0.13 cfs @ 12.45 hrs  HW=130.73'   (Free Discharge)
2=Culvert  (Passes 0.13 cfs of 3.46 cfs potential flow)

3=Orifice/Grate  (Orifice Controls 0.13 cfs @ 1.64 fps)

Secondary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=129.20'   (Free Discharge)
4=Top of Structure  ( Controls 0.00 cfs)

Pond P-1: Stormtech
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Summary for Link DP-1: EX 18"

Inflow Area = 12,500 sf, 84.00% Impervious,  Inflow Depth = 0.70"    for  2-YR event
Inflow = 0.13 cfs @ 12.45 hrs,  Volume= 729 cf
Primary = 0.13 cfs @ 12.45 hrs,  Volume= 729 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs

Link DP-1: EX 18"
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Time span=0.00-36.00 hrs, dt=0.05 hrs, 721 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=12,500 sf   84.00% Impervious   Runoff Depth=4.19"Subcatchment PR-10: Subdivision
   Tc=0.0 min   CN=92   Runoff=1.53 cfs  4,361 cf

Peak Elev=131.34'  Storage=1,707 cf   Inflow=1.53 cfs  4,361 cfPond P-1: Stormtech
   Discarded=0.01 cfs  1,524 cf   Primary=0.52 cfs  2,445 cf   Secondary=0.00 cfs  0 cf   Outflow=0.54 cfs  3,970 cf

   Inflow=0.52 cfs  2,445 cfLink DP-1: EX 18"
   Primary=0.52 cfs  2,445 cf

Total Runoff Area = 12,500 sf   Runoff Volume = 4,361 cf   Average Runoff Depth = 4.19"
16.00% Pervious = 2,000 sf     84.00% Impervious = 10,500 sf
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Summary for Subcatchment PR-10: Subdivision

Runoff = 1.53 cfs @ 12.00 hrs,  Volume= 4,361 cf,  Depth= 4.19"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs
Type III 24-hr  10-YR Rainfall=5.10"

Area (sf) CN Description

2,000 61 >75% Grass cover, Good, HSG B
10,500 98 Paved parking, HSG B

12,500 92 Weighted Average
2,000 16.00% Pervious Area

10,500 84.00% Impervious Area

Subcatchment PR-10: Subdivision

Runoff

Hydrograph

Time  (hours)
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Runoff Area=12,500 sf

Runoff Volume=4,361 cf

Runoff Depth=4.19"

Tc=0.0 min

CN=92

1.53 cfs
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Summary for Pond P-1: Stormtech

Inflow Area = 12,500 sf, 84.00% Impervious,  Inflow Depth = 4.19"    for  10-YR event
Inflow = 1.53 cfs @ 12.00 hrs,  Volume= 4,361 cf
Outflow = 0.54 cfs @ 12.20 hrs,  Volume= 3,970 cf,  Atten= 65%,  Lag= 12.1 min
Discarded = 0.01 cfs @ 7.55 hrs,  Volume= 1,524 cf
Primary = 0.52 cfs @ 12.20 hrs,  Volume= 2,445 cf
Secondary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs
Peak Elev= 131.34' @ 12.20 hrs   Surf.Area= 1,170 sf   Storage= 1,707 cf

Plug-Flow detention time= 250.9 min calculated for 3,964 cf (91% of inflow)
Center-of-Mass det. time= 206.9 min ( 983.5 - 776.5 )

Volume Invert Avail.Storage Storage Description

#1A 129.20' 1,087 cf 25.25'W x 46.34'L x 3.50'H Field A
4,095 cf Overall - 1,378 cf Embedded = 2,717 cf  x 40.0% Voids

#2A 129.70' 1,378 cf ADS_StormTech SC-740 +Cap  x 30  Inside #1
Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
30 Chambers in 5 Rows

#3 129.20' 63 cf 4.00'D x 5.00'H Manhole -Impervious
#4 133.70' 50 cf Custom Stage Data (Prismatic) Listed below (Recalc) -Impervious

2,578 cf Total Available Storage

     Storage Group A created with Chamber Wizard

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)

133.70 100 0 0
134.20 100 50 50

Device Routing     Invert Outlet Devices

#1 Discarded 129.20' 0.520 in/hr Exfiltration over Surface area   
#2 Primary 129.30' 12.0"  Round Culvert   

L= 10.0'   RCP, sq.cut end projecting,  Ke= 0.500   
Inlet / Outlet Invert= 129.30' / 129.20'   S= 0.0100 '/'   Cc= 0.900   
n= 0.012,  Flow Area= 0.79 sf   

#3 Device 2 130.50' 5.0" Vert. Orifice/Grate    C= 0.600   Limited to weir flow at low heads   
#4 Secondary 133.70' 5.0' long  x 5.0' breadth Top of Structure   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50  5.00  5.50   
Coef. (English)  2.34  2.50  2.70  2.68  2.68  2.66  2.65  2.65  2.65  
2.65  2.67  2.66  2.68  2.70  2.74  2.79  2.88   
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Discarded OutFlow  Max=0.01 cfs @ 7.55 hrs  HW=129.25'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.01 cfs)

Primary OutFlow  Max=0.52 cfs @ 12.20 hrs  HW=131.34'   (Free Discharge)
2=Culvert  (Passes 0.52 cfs of 4.69 cfs potential flow)

3=Orifice/Grate  (Orifice Controls 0.52 cfs @ 3.82 fps)

Secondary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=129.20'   (Free Discharge)
4=Top of Structure  ( Controls 0.00 cfs)

Pond P-1: Stormtech
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Summary for Link DP-1: EX 18"

Inflow Area = 12,500 sf, 84.00% Impervious,  Inflow Depth = 2.35"    for  10-YR event
Inflow = 0.52 cfs @ 12.20 hrs,  Volume= 2,445 cf
Primary = 0.52 cfs @ 12.20 hrs,  Volume= 2,445 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs

Link DP-1: EX 18"
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Time span=0.00-36.00 hrs, dt=0.05 hrs, 721 points
Runoff by SCS TR-20 method, UH=SCS, Weighted-CN

Reach routing by Stor-Ind+Trans method  -  Pond routing by Stor-Ind method

Runoff Area=12,500 sf   84.00% Impervious   Runoff Depth=7.12"Subcatchment PR-10: Subdivision
   Tc=0.0 min   CN=92   Runoff=2.52 cfs  7,419 cf

Peak Elev=133.02'  Storage=2,513 cf   Inflow=2.52 cfs  7,419 cfPond P-1: Stormtech
   Discarded=0.01 cfs  1,624 cf   Primary=1.00 cfs  5,377 cf   Secondary=0.00 cfs  0 cf   Outflow=1.01 cfs  7,001 cf

   Inflow=1.00 cfs  5,377 cfLink DP-1: EX 18"
   Primary=1.00 cfs  5,377 cf

Total Runoff Area = 12,500 sf   Runoff Volume = 7,419 cf   Average Runoff Depth = 7.12"
16.00% Pervious = 2,000 sf     84.00% Impervious = 10,500 sf
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Summary for Subcatchment PR-10: Subdivision

Runoff = 2.52 cfs @ 12.00 hrs,  Volume= 7,419 cf,  Depth= 7.12"

Runoff by SCS TR-20 method, UH=SCS, Weighted-CN, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs
Type III 24-hr  100-YR Rainfall=8.08"

Area (sf) CN Description

2,000 61 >75% Grass cover, Good, HSG B
10,500 98 Paved parking, HSG B

12,500 92 Weighted Average
2,000 16.00% Pervious Area

10,500 84.00% Impervious Area

Subcatchment PR-10: Subdivision

Runoff

Hydrograph

Time  (hours)
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Runoff Area=12,500 sf

Runoff Volume=7,419 cf

Runoff Depth=7.12"

Tc=0.0 min

CN=92
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Summary for Pond P-1: Stormtech

Inflow Area = 12,500 sf, 84.00% Impervious,  Inflow Depth = 7.12"    for  100-YR event
Inflow = 2.52 cfs @ 12.00 hrs,  Volume= 7,419 cf
Outflow = 1.01 cfs @ 12.15 hrs,  Volume= 7,001 cf,  Atten= 60%,  Lag= 9.0 min
Discarded = 0.01 cfs @ 5.40 hrs,  Volume= 1,624 cf
Primary = 1.00 cfs @ 12.15 hrs,  Volume= 5,377 cf
Secondary = 0.00 cfs @ 0.00 hrs,  Volume= 0 cf

Routing by Stor-Ind method, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs
Peak Elev= 133.02' @ 12.15 hrs   Surf.Area= 1,170 sf   Storage= 2,513 cf

Plug-Flow detention time= 168.1 min calculated for 6,991 cf (94% of inflow)
Center-of-Mass det. time= 137.5 min ( 900.8 - 763.3 )

Volume Invert Avail.Storage Storage Description

#1A 129.20' 1,087 cf 25.25'W x 46.34'L x 3.50'H Field A
4,095 cf Overall - 1,378 cf Embedded = 2,717 cf  x 40.0% Voids

#2A 129.70' 1,378 cf ADS_StormTech SC-740 +Cap  x 30  Inside #1
Effective Size= 44.6"W x 30.0"H => 6.45 sf x 7.12'L = 45.9 cf
Overall Size= 51.0"W x 30.0"H x 7.56'L with 0.44' Overlap
30 Chambers in 5 Rows

#3 129.20' 63 cf 4.00'D x 5.00'H Manhole -Impervious
#4 133.70' 50 cf Custom Stage Data (Prismatic) Listed below (Recalc) -Impervious

2,578 cf Total Available Storage

     Storage Group A created with Chamber Wizard

Elevation Surf.Area Inc.Store Cum.Store
(feet) (sq-ft) (cubic-feet) (cubic-feet)

133.70 100 0 0
134.20 100 50 50

Device Routing     Invert Outlet Devices

#1 Discarded 129.20' 0.520 in/hr Exfiltration over Surface area   
#2 Primary 129.30' 12.0"  Round Culvert   

L= 10.0'   RCP, sq.cut end projecting,  Ke= 0.500   
Inlet / Outlet Invert= 129.30' / 129.20'   S= 0.0100 '/'   Cc= 0.900   
n= 0.012,  Flow Area= 0.79 sf   

#3 Device 2 130.50' 5.0" Vert. Orifice/Grate    C= 0.600   Limited to weir flow at low heads   
#4 Secondary 133.70' 5.0' long  x 5.0' breadth Top of Structure   

Head (feet)  0.20  0.40  0.60  0.80  1.00  1.20  1.40  1.60  1.80  2.00  
2.50  3.00  3.50  4.00  4.50  5.00  5.50   
Coef. (English)  2.34  2.50  2.70  2.68  2.68  2.66  2.65  2.65  2.65  
2.65  2.67  2.66  2.68  2.70  2.74  2.79  2.88   
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Discarded OutFlow  Max=0.01 cfs @ 5.40 hrs  HW=129.25'   (Free Discharge)
1=Exfiltration  (Exfiltration Controls 0.01 cfs)

Primary OutFlow  Max=1.00 cfs @ 12.15 hrs  HW=133.02'   (Free Discharge)
2=Culvert  (Passes 1.00 cfs of 6.79 cfs potential flow)

3=Orifice/Grate  (Orifice Controls 1.00 cfs @ 7.32 fps)

Secondary OutFlow  Max=0.00 cfs @ 0.00 hrs  HW=129.20'   (Free Discharge)
4=Top of Structure  ( Controls 0.00 cfs)

Pond P-1: Stormtech
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Summary for Link DP-1: EX 18"

Inflow Area = 12,500 sf, 84.00% Impervious,  Inflow Depth = 5.16"    for  100-YR event
Inflow = 1.00 cfs @ 12.15 hrs,  Volume= 5,377 cf
Primary = 1.00 cfs @ 12.15 hrs,  Volume= 5,377 cf,  Atten= 0%,  Lag= 0.0 min

Primary outflow = Inflow, Time Span= 0.00-36.00 hrs, dt= 0.05 hrs

Link DP-1: EX 18"

Inflow
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